120 VAC SUPERVISION WIRING LAYOUT
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TYPICAL LAYOUT FOR FATC'S ‘E’ & 'F*
¢ EXISTING EQUIPMENT >

DEVICES & WIRING LOCATED IN FATC-E
CTYPICAL 16 MODULES EACH

DEVICES & WIRING LOCATED IN FATC-F
CTYPICAL 16 MODULES EACH)

~FOR REFERENCE DNLY-

TERMNAL STRIP
SLC Loop In <) 24VIC
SLC Loop In ) AT 24VIC ©

TYPICAL LAYOUT FOR FATC'S ‘A’ & “C*
C EXISTING EQUIPMENT >

DEVICES & WIRING LOCATED IN FATC-A
CTYPICAL 16 MODULES EACH)

DEVICES & WIRING LOCATED IN FATC-C
CTYPICAL 16 MODULES EACH)

—FOR REFERENCE ONLY-

PROPOSED 120 VAC SUPERVISION WIRING DETAILS

120 VAC CIRCUIT SUPERVISION VIRING LAYOUT
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TYPICAL LAYOUT FOR FATC'S ‘G’, “I" & ‘K*
< PROPOSED EQUIPMENT )

DEVICES & WIRING LOCATED IN FATC-G
(TYPICAL 16 MODULES EACH>

DEVICES & WIRING LOCATED IN FATC-I
CTYPICAL 16 MODULES EACH)

DEVICES & WIRING LOCATED IN FATC-K
CTYPICAL 14 MODULES EACH)

~FOR REFERENCE DNLY-

TYPICAL LAYOUT FOR FATC'S ‘H’, “J° & ‘L’
< PROPOSED EQUIPMENT )

DEVICES & WIRING LOCATED IN FATC-H
CTYPICAL 16 MODULES EACH)

DEVICES & WIRING LOCATED IN FATC-J
CTYPICAL 16 MODULES EACH)

DEVICES & WIRING LOCATED IN FATC-L
(TYPICAL 14 MODULES EACH

~FOR REFERENCE ONLY-
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REVISIONS




